Emergency Procedure for the Water System
Before the Storm

Purpose: 
This plan seeks to pressure a potable Water Supply both during a Hurricane and after a Storm passes.

In the event of a catastrophic Hurricane that may strike the Galveston San Leon area, the M.U.D. will secure the Water System by following the procedure below.
Step 1
1. Make sure that both Water Tanks have been topped off (completely full)
2. Make sure the Water Well is operational (in case it is needed after the storm)
3. Check Generator and assure that Diesel tanks are full
Step2 

           If and when the order for mandatory evacuation is given then 

           Complete 4, 5, and 6
4. Isolate Tank Two (2) from the system (far back tank) (close all valves)
5. Isolate pumps 1 and 2 from the system (close valves and turn off power)
6. Make sure the Water Well is operational (in case it is needed after the storm)
By following items 1-5, the system will be in a minimal operational mode. During a storm, the use of Ground Storage Tank One and the Generator will keep the system in service. Pumps 3 and 4 will remain on to keep the system pressurized for as long as water is available in the ground storage.
